NOTES:
1. ACCESS DOORS SHALL BE 6'X6', FLOOR TIGHT, AND LOCKABLE.
2. ALL MECHANICAL AND ELECTRICAL EQUIPMENT MUST BE LOCKED WITHIN FLOOR TIGHT ENCLOSURES IN ORDER TO RESTRICT ACCESS BY AN UNAUTHORIZED PERSON.
3. CONTRACTOR IS RESPONSIBLE FOR POWER CONNECTION.
4. A 6"-Diameter Round Valve MAY BE USED INSTEAD OF THE RECTANGULAR VALVE SHOWN; THE 6" FITTING MAY BE INSTALLED EITHER INSIDE OR OUTSIDE THE VALENCE VALVE.
5. SCHEDULE 10S STAINLESS STEEL PIPE MAY BE USED INSTEAD OF DUCTILE IRON AT THIS PUMP STATION.
6. CONTRACTOR SHALL GRADE SITE TO DRAIN AWAY FROM WET WELL AND VALVE VALENCE.